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4715.2850 AIR TEST OF DEFECTIVE PLUMBING.

The air test shall be used in testing the sanitary condition of the drainage or plumbing
system of all buildings where there is reason to believe that it has become defective.
In buildings condemned by the proper administrative authority because of insanitary
conditions of the plumbing system, the alterations in such system shall not be considered
as repairs, but as new plumbing.

Where buildings are moved from one location to another, or raised for foundations, or
where part of the plumbing system has been damaged by fire, storm, or other means, a final
air test shall be applied and shall hold tight, if in the opinion of the administrative authority
it is warranted in order to assure a sanitary plumbing system.

Statutory Authority: MS s 326.37 to 326.45; 326B.43 to 326B.49

History: L 2007 c 140 art 6 s 15; art 13 s 4
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